
..

TM 11-900
C 1

TO IG-40PE 7~

TECHNICAL MANUAL

POWER UNITS PE-75-C; -D, -J, -K, -P, -S, -T, -U, -W, -AA,
-AB, -AC, AND -AE

CHANGES

}

DEP ARTl\IENT OF THE ARMY

No.1 WASIIINGTON25, D. C., f9 September lD5~'

T1\f ll-VOO, 20 September IV45, is changed as follows:

6. Differences in Models
... . . ... . . .

b. Differences in Generators. All generators used ... 101 >I< Power
Unit PE-75-AE.

Note (Added). A limltel1 number of Kurz-noot generl1tors, procured on Orl1er
No. 22{)!)8-Phill1-51 ns repll1cement generntors, were supplied with their arma.
tures Incorrectly wound. If the generl1tor nrml1ture or the generl1tor fmmo
llns been chl1nged nnd the unit fnils to deliver voltl1ge, reverse the brush lends
nnd recheck for output bcfore condemuing the generntor.

... ... ... * -. I) .

g. Summary of Differences. The table on page 15 summarizesthe
principal differencesin models.

Note (Auded). Sce note in 'b nbove.

54. Generator Trouble Chart
. . . -.... . .

b. Unit Fails to Deliver Voltage.
Possiblecause Cllec1L. . .. .

(11) Armature inoorre~.tly Checkarm;iturc.
wound.

. . '" ... .-

R.emer!U
..'" - .

..Reveis~ brush leads.
---(See note (par. 66.»

... ...

56. Testing Genorator 4nd Outlot-filter-box~'Circuits-

AGOl041U-Scpt. :004i20-[j2

. III . ... '* '* . - ..

b.No Voltage.. . ... .. . '" .
(5) Defective armature. 'Vith II, correct ... ... ...

suspecting
the armature.

Note (Adued). See note in pl1rngrnph GlI.. . . * * ... .



,/

.i...~~

67. Engino Adiustmonts

After engine has *
a. Power Unit Test.

unit to operation.

. . . . * . .
, '(7) (Added) If the generator armature or the generator fieldhas

been changed and there is no generator output, refer to tho
note following paragraph Gb.

[AG 300.1 (3 Sep 52)]

By ORDEr.OF TUE SECP.ETAny OF TUE AnMY:

OFFICIAL:

WM. E. BERGIN
M ajar General, US.A
The .Adjutant General

J. LAWTON COLLINS
OlLief of Stat!, United States .Arm,!!

-

:PISTItIBUTION:

'.Active Am'!!:
Tech Svc (1); Tech Svc Bd (1) ; AFF Bd (ea Svc Test Sec)

(1); AFF (5); AA Comd (2); OS Maj Comd (5); Base
Comd (5); Log Comd (5); A (20) ; MDW (5); CHQ (2) ;
FT (2) ; USMA (5); Sch (5) except 11 (25); PMS & T 11
(1); Gen Dep (2) ; Dep 11 (20) except Sig Sec, Gen Dep
(10); Tng Div (2) ; POE (10), OSD (2); Lab 11 (5); Mil
Dist (3) ; Mil Mis (2) ; 4th & 5th Ech Maint Shops 11 (3) ;
Two (2) copies to each of the following T/0 & E's: 5-310T;
8-15N; 8-1GN; 8-75N; 8-76N; 8-77N; 11-7N; 11-15N;
11-17; 11-25; 11-27N; 11-37; 11-57N; 11-9(;; 11-97;
11-128; 11-500 CA-CD, GM-GX; 11-537T; 11-587;
11-592; 11-597; 28-17; 44-7; 44-8; 44-12; 44-15; 44-1G;
44-101; 44-115; 44-116.

NG: Same as Activo Army except one copy to each unit.
ORO ~Samc as Active Army except ono copy to each unit.
For explanation of distribution formula, see SR 310-90-1.-

2 AGO 1041D

.. $. GOVERNMENT PRINTING O"ICEI 181.


